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| UNiT HEATER SCHEDULE
l A. 4-UNIT HEATERS- 252,000 BTU. EACH, AT FULL LLOAD SPEED OF 1160 REM. WITH AIR ENTERING
TEMP. 60°F - |-HP MOTOR-SINGLE PHASE, 6O0CYCLE, 1IOVOLT SERVICE
B. Z-UNIT HEATERS-126,000 BTU.EACH AT FULL LOAD SPEED OF 1160 RFM. WITH AIR. ENTERING
TEMP. 60°F Y2 HPMOTOR- SINGLE PHASE, 60CYCLE, 110 VOLT SERVICE
ABOVE HEATERS TO OPERATE ON 5% STEAM PRESS, WITH FINAL TEMP, OF 123.0°FF. APPROX"
i NOTE:- SHOULD THE FUTURE CELLS EVER BE ADDED ON TOP OF PRESENT ONES.
PROVISIONS SHOULD BE MADE FOR EXTENDING AN AIR CIRCULATING DUCT
FROM HEATERS TO FLOOR TO MAKE AIR AND HEAT CIRCULATION
POSITIVE TO BOTTOM OF CELLS
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